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REQUEST FOR ADDITIONAL INFORMATION 

September 28, 2018 

Peace River Manasota Regional Water Supply 

Mr. Mike Coates 

9415 Town Center Parkway 

Lakewood Ranch, Florida 34202 

MCoates@RegionalWater.org 

Re: First Request for Additional Information (RAI) 

DeSoto County – Underground Injection Control 

Site Name: Peace River ASR  

WACS (Site) ID: 40593 

DEP Application No.: 0136595-018-028-UO/5SR 

Dear Mr. Coates: 

Thank you for your application for an operating permit submitted on February 21, 2018 for the above 

referenced Site. A review of your application and supporting documentation indicates the application is 

incomplete. Please provide the information in the attached document and refer to this RAI in your 

response. The response to this RAI must be signed, sealed, and dated by a registered Florida 

Professional Engineer / Geologist. 

To continue the processing of your application, the Department must receive a response within 30 days 

of this letter, Monday, October 29, 2018, unless a written request for additional time to provide the 

requested information is submitted and approved. It is the Department’s desire to provide prompt 

turnaround times on permit applications, and a quicker response to this RAI shortens the timeframe for 

which a final decision on the application can be made. Pursuant to Rule 62-4.055(1), F.A.C. and Section 

120.60, F.S., failure of an applicant to provide timely requested information by the applicant deadline 

may result in denial of the application. You are encouraged to contact this office to discuss the items 

requested to assist you in developing a complete and adequate response.  

Your processor will be Neil I. Campbell and can be contacted at 850-245-8612, 

neil.i.campbell@dep.state.fl.us. Please submit your response by email to Joe.Haberfeld@dep.state.fl.us, 

with a copy to neil.i.campbell@dep.state.fl.us. If the submittal is very large, you may post it to a folder 

on this office’s ftp site at: ftp://ftp.dep.state.fl.us/pub/incoming. After posting the submittal, send an e-

mail to Joe.Haberfeld@dep.state.fl.us, with a copy to neil.i.campbell@dep.state.fl.us, alerting us that it 

has been posted. 
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Sincerely, 

Joseph Haberfeld 

Aquifer Protection Program 

Division of Water Resource Management 

v. 1.7

cc: 

Joseph Haberfeld, FDEP/TLH, Joe.Haberfeld@dep.state.fl.us 

Tracy Woods, FDEP/TLH, Tracy.Woods@dep.state.fl.us 

Neil I. Campbell, FDEP/TLH, Neil.I.Campbell@dep.state.fl.us 

James Dodson, FDEP/TLH, James.Dodson@dep.state.fl.us 

David Rhodes, FDEP/SD,David.Rhodes@dep.state.fl.us 

Liz Sweigert, FDEP/SD,Elizabeth.Sweigert@dep.state.fl.us 

Ryan Messer, P.E./Jacobs Engineering, Ryan.Messer@jacobs.com 

Mark B. McNeal/Asrus,LLC, MMcNeal@Asrus.net 

Andrew Franz, FDEP/TLH, Andrew.E.Franz@dep.state.fl.us 

Kaelyn Massey, FDEP/TLH, Kaelyn.Massey@dep.state.fl.us 

Jason Meadows, USEPA/ATL, Meadows.JasonB@EPA.Gov 

Attached: List of Requested Information 
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September 28, 2018 

Attachment: List of Requested Information 

Mr. Mike Coates 

Site Name: Peace River ASR, WACS 40593 
DEP Application No.: 0136595-018-028-UO/5SR

Permit Application submitted February 21, 2018. 

1. In Appendix C, it is stated that monitor well M-15 measured arsenic greater than 10 µg/L. The graph

for M-15 has 4 exceedances in 2017. Was the well resampled as required by item 6.(c)1., page 10 of

the Water Quality Criteria Exemption? This criteria reads “If the maximum contaminant level

(MCL) for arsenic (0.010 mg/L) is exceeded at Suwannee Limestone monitoring wells M-2, M-15,

M-18, M-19, or M-21, or at Intermediate aquifer system monitoring wells E, I-7, I-8, I-10, T-2, T-7,

T-8, or T-11, a confirmation sample shall be obtained and analyzed within three business days after

receipt of the first sample result.  If the arsenic concentration confirmation sample is greater than the

MCL, the Authority shall investigate the MCL exceedance(s) and within 90 days provide to the

Department a report that evaluates the potential causes of the exceedances and actions proposed by

the Authority to abate or eliminate the exceedances.  Potential actions shall include but not be

limited to the cessation of injection into nearby ASR wells until the affected monitoring wells come

into compliance.” If the procedure was followed, please submit the documentation.

2. Page 7 of the 2013 operation permit requires analytical results for primary and secondary drinking

water standards to be reported annually for the finished (potable) water. Results for the reservoir

were provided in the 2016 annual report. Finished water analyses for 2016 and 2017 were not

provided in the renewal application or the 2016 annual report.

August 23, 2018 letter, “ASR Operation Permit Renewal/Modification – Clarification of Requested 

Permit”. Item numbers correspond with numbers in the document. 

3. Item 1: The Authority requested to able to recharge both potable water and partially treated surface

water (PTSW) into wellfield 2, and only potable water into wellfield 1. The Department agrees with

this plan. PTSW should not be recharged without a request to do so after the PTSW infrastructure is

completed. Please acknowledge.

4. Item 2: The Department is agreeable to a zone of discharge (ZOD) as the approach to exceedances of

the arsenic drinking water standard in the Suwannee Limestone. Data supports this approach, with

none of the wells nearest the property boundary showing arsenic above the maximum contaminant

level of 10 µg/L (M-2, M-18, M-21, M-22). Arsenic can be added to the current ZOD for total

coliform, aluminum, and color as established in the December 16, 2016 permit modification. The

ZOD will extend to the property boundary and contiguous areas under institutional control, such as

Water Management District land with an easement granted to the Authority.

5. Item 2: The Authority requested that the ZOD be extended beyond the property boundary if DeSoto

County passes an ordinance prohibiting private wells in the Suwannee Limestone. Extension of a
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ZOD is subject to a permit modification. A ZOD increase may not be necessary if an Ordinance is 

passed, since the Ordinance as proposed will serve the same purpose of protecting water well users 

and public health. In any case, a ZOD outside the land ownership and easement area is likely not 

permittable under Chapter 62-520, F.A.C. 

6. Item 3: The Department agrees with the Authority’s recommendation on the plugging and 

abandonment of monitor wells I-10, E, and M-22; the cessation of all monitoring (but not plugging 

and abandonment) of monitor wells M-12, M-13, and M-16; and the elimination of sampling for 

monitor well M-6 (with continuation of water level monitoring). 

7. Item 3: The Department agrees with the Authority’s recommendation for the construction of monitor 

well M-23 to be completed within 18 months of permit issuance, and monitor well M-24 to be 

completed at least six months prior to initiating recharge with PTSW at ASR Wellfield 2. However, 

the location for M-23 (Attachment 1) should be moved close to where the southern arrow of the 

Perpetual Easement line intersects the green easement boundary. New well construction 

specifications and well locations will require future Department approval; please acknowledge. 

8. Item 5: The Department agrees with the Authority’s recommendation that the operation and 

maintenance manual be submitted within six months after completion of the new PTSW 

infrastructure. Please define what the PTSW infrastructure will include. 

9. Attachment 4: The Avon Park monitor well was not included on the monitoring table. Will water 

level monitoring or well sampling be included for this well? 




